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Voltage:

Bkup Dev ID:

Kpatcha Toyisson  
651-229-2231

Escalated Cable Replacement
9501 SARATOGA LN N 
Feeder: OSS064/B/7.97 KVA
Directional Bore:
Bore in 1160' of #2AL 1Ph cable from xfrmer F 
to the pole T06
3 Terminations: D, E, F
-Replace bad cable from xfrmer F to E, 
from  E to D and to the Pole T06
xfrmer D, E & F: look ok.
-Rebuild PT pole with new hardware and Uguard
Restorations

233215
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