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Holte,Jayme

15 KV

B PHASE

Voltage:OSS073

Bkup Dev ID:

W37797
Text Box
DESIGNER : JAYMIE HOLTEPHONE: 608-799-3001EMAIL: JAYMIE.L.HOLTE@XCELENERGY.COM

W37797
PolyLine

W37797
Text Box
P1

W37797
Text Box
P2

W37797
Text Box
P3

W37797
Text Box
P4

W37797
Text Box
S1680'

W37797
Text Box
S2300'

W37797
Text Box
S3300'

W37797
Callout
REPLACE TRANSFORMER & BASEMENT,TERM NEW CABLE (LOOPED)

W37797
Callout
REPLACE TRANSFORMER & BASEMENT,TERM NEW CABLE (LOOPED)

W37797
Callout
REPLACE TRANSFORMER & BASEMENT,TERM NEW CABLE (LOOPED)

W37797
Callout
REPLACE BASEMENT, TERM NEW CABLE (LOOPED)

W37797
Text Box
ESCALATED CABLE FAULT10764 MAPLE VALLEY DRMAPLE GROVESP790334PERMIT REQUIREDSERVICE CENTER: MAPLE GROVE

W37797
Text Box
FEEDER OSS073PHASE BVOLTAGE 15 KVP1 -N5-REPLACE TRANSFORMER & BASEMENT, TERM NEW CABLE (LOOPED)P2 -M5-REPLACE TRANSFORMER & BASEMENT, TERM NEW CABLE (LOOPED)P3 -L5-REPLACE TRANSFORMER & BASEMENT, TERM NEW CABLE (LOOPED)P4 -N5-REPLACE BASEMENT, TERM NEW CABLE (LOOPED)S1 -ABANDON EXISTING CABLE, DIR BOREAPPROX. 680' OF NEW #2 AL CABLE.S2 -ABANDON EXISTING CABLE, DIR BOREAPPROX. 300' OF NEW #2 AL CABLE S3 -ABANDON EXISTING CABLE, DIR BOREAPPROX. 300' OF NEW #2 AL CABLE RESTORATION REQUIRED.


